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SPECIFICATION FOR WLC4500
FILL WITH LOW LEVEL CUT-OFF

WaterLine Controls

4 WIRE DRY
CONTACTS
TO AUTOMATION 
SYSTEM 

Fill to
Reservoir

SENSOR 
UNIT  #P345STD
SEE SENSOR
ASSEMBLY
APPENDIX
FOR MORE 
OPTIONS

Operating Range
(1-1/2")

 AC Power Input

Low Water
Cut-off

Fill Stop

 Mounting Bracket
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"Y" Strainer

Blue lines are low voltage
Red lines are high voltage

Low Water Cut-off (4500)

Low 
Alarm

Start Fill




